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Deal Mr. Hammes: 

Tlie Department of Environmental Quality (DEQ) has approved the enclosed effluent limitations and monitoring requirements for the 
aforementioned permit. Copies of your permit and fact sheet are enclosed. 

The first electronic DMR submittal for the month of January 2014 is due by If) February 2014. Please reference the effluent limits in 
your permil and reporl monitoring results in eDMR to the same number of significant digits as are included in the permit limits for the 
parameter. 

Please note that compliance with the permit's requirements for use and disposal of sewage sludge do not relieve you of your 
responsibility to comply with federal requirements set forth m 40 CFR Pan 503. Until DEQ seek* and is granted authority to 
adminMmr die Pan 503 regulations by EPA. treatment works treating domestic sewage should continue to work direcdy with EPA to 
comply with them. 

As provided by Rule 2A :2 of the Supreme Court of Virginia, you have thirty days from the date of service (the date you actually 
received this decision or the date it was mailed to you. whichever occurred first) within which to appeal this decision by tiling a notice 
of appeal in accordance with the Rules of the Supreme Court of Virginia with the Director. Department of Environmental Quality. In 
the event that this decision is served on you by mail, diree days are added to that period. 

Alternately, any owner under §§ 62.1-44.16, 62.1-44.17, and 62.1-44.19 of the State Water Control Law aggrieved by any action of 
the State Water Control Board taken without a formal hearing, or by inaction ofthe Board, may demand in writing a formal hearing of 
such owner's grievance, provided a petition requesting such hearing is filed with the Board. Said petition must meet the requirements 
set forth in § 1.23(b) of the Board's Procedural Rule No. I . In cases involving actions of the Board, such petition must be tiled within 
tinny days after notice of such action is mailed to such owner by certified mail. 



VAwmm 
Final Permit lo Facility 
14 November 2013 
h*2mf3 
A Reliability Class II is assigned to this facility and mis facility has Class III licensed operator requirements. 

Please contact Douglas I rosier at 703-583-3873 or via email at Uouglas Frasier ̂ deo vircmin.cov if you should have questions about 
the permit. 

Bryant Thomas 
Regional Water Permits & Planning Manager 

Pmmk#*VA00KM# 
h**aa&rVA00#a«0 

or D8Q.WmaT.OWPF 
HPA-Region III. 3WPI2 
Department of Health, Culpeper 
Water Compliance, NRO 
Curtis Dalton. MDE via cun.daUonwimavland.gov 
Bruce Ringrosc. Loudoun Waler via brnî roseulloundvvater.org 

Respectfully. 



COMMONWEALTH of VIRGINIA 
DEPARTMENT OK ENVIRONMENTAL QUALiTY 

Permit No. VA00923H0 
EfloctiveDglc: December 9,2013 

Expiration Date: December S, 2018 

AUTHORIZATION I I ) DISCHARGE UNDEK IHE 

VIRGINIA POLLUTANT DISCHARGE ELIMINATION SYSTEM 

AND THE VIRGINIA STATE WATER CONTROL LAW 

In compliance with the provisions of the Clean Water Act as amended and pursuant to the State Water Control 
Law and regulations adopted pursuant thereto, the following owner is authorized to discharge in accordance with 
the information submitted with the permit application, and with this permit cover page. Part I - Effluent 
Limitations and Monitoring Requirements, and Part II - Conditions Applicable To All VPDES Permits, as set 
forth herein. 

Owner Name: Loudoun County Sanitation Authority 

Facility Name: Elysian Heights Sewage Treatment Plant 

County: Loudoun 

Facility Localion: 43254 Heavenly Circle, Lccsburg, VA 20176 

The owner is authorized to discharge to the following receiving stream: 

Stream Name: Potomac River 

River Basin: Potomac River 

River Subbasin: Potomac River 

Section: Maryland Section 02 

Class: Maryland Designated II 

Special Standards: Maryland Designated U»e I-P 

Thomas A. Faha 
Director. Northern Regional Office 

Department of Environmental Quality 

Mw<<nbcr L*L 
Date 
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A. Effluent Limitations and Monitoring Requirements 
1. Outfall 001 - 0.120 MGD Facility 

a. There shall be no discharge of floating solids or visible foam in other than trace amounts. 

b. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to discharge from 
Outfall Number 001. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average(1) Weekly Average(1) Minimum Maximum (1 ) Frequency Sample Type 

Flow m (MGD) NL NA NA NL Continuous TIRE 

PH NA NA 6.5 S.U. 8.5 S.U. 1/D Grab 

BOD 5

( 3 ) 30 mg/L 14 kg/day 45 mg/L 21 kg/day NA NA 1AV ( 5 ) 8H-C 

Total Suspended Solids (TSS)<3> 30 mg/L 14 kg/day 45 mg/L 21 kg/day NA NA 1/wm 8H-C 

Dissolved Oxygen (DO) NA NA 5.0 mg/L NA 1/D Grab 

Ammonia, as N NL mg/L NL mg/L NA NA 1/W<9 8H-C 

E. coli (Geometric Mean) ( 4 ) 126 n/100 mL NA NA NA Grab 

Total Residual Chlorine 
(after contact tank) NA NA 1.5 mg/L NA 1/D<5> Grab 

Total Residual Chlorine 
(after dechlorination) 0.011 mg/L 0.020 mg/L NA NA 1/D (5 ) Grab 

Total Nitrogen NL mg/L NA NA NA 1/M ( 5 ) 8H-C 

Total Phosphorus NL mg/L NA NA NA 1/M< 5 ) 8H-C 
(1) 

(2) 

(3) 

(4) 

(5) 

8H-C = 

Grab •• 

See Part I B 

The design flow is 0.120 MGD. 

At least 85% removal shall be maintained. 
Between 8 AM and 4 PM. 
See Part I.C.9. 

MGD = Million gallons per day. 
NA = Not applicable. 
NL = No limit; monitor and report. 

S.U. = Standard units. 
TIRE = Totalizing, indicating and recording equipment. 

1/D = Once every day. 

1/W = Once every week. 

1 fM = Once every month. 

A flow proportional composite sample collected manually or automatically, and discretely or continuously, for the entire discharge ofthe monitored 8-hour period. Where 
discrete sampling is employed, the permittee shall collect a minimum of eight (8) aliquots for compositing. Discrete sampling may be flow proportioned either by varying 
the time interval between each aliquot or the volume of each aliquot. Time composite samples consisting of a minimum of eight (8) grab samples obtained at hourly or 
smaller intervals may be collected where the permittee demonstrates that the discharge flow rate (gallons per minute) does not vary by 10% or more during the monitored 
discharge. 

An individual sample collected over a period of time not to exceed 15-minutes. 
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B. Additional Monitoring Requirements, Quantification Levels and Compliance Reporting 

 

1. Additional Total Residual Chlorine (TRC) Limitations and Monitoring Requirements 

 

a. The permittee shall monitor the TRC at the outlet of the chlorine contact tank once per day (1/D) by grab sample. 

 

b. No more than three (3) of the total number of monthly samples taken at the outlet of the chlorine contact tank shall 

be less than 1.5 mg/L for any one calendar month. 

 

c. No TRC sample collected at the outlet of the chlorine contact tank shall be less than 0.6 mg/L. 

 

d. If dechlorination facilities exist, the samples above shall be collected prior to dechlorination. 

 

e. If chlorine disinfection is not used, E. coli shall be limited and monitored by the permittee as specified below: 

 

 Discharge Limitations 

Monthly Average 

Monitoring 

Frequency Requirements 

 

Sample Type 

    
E. coli 126 n/100mL 

Geometric Mean 
Three days per week (3D/W) 

Grab 

Between 8 AM & 4 PM 

 

This E. coli requirement, if applicable, shall substitute for the TRC requirements delineated elsewhere in Part I. 

 

2. Quantification Levels 

 

a. The quantification levels (QL) shall be less than or equal to the following concentrations: 

 

Characteristic Quantification Level 

Total Suspended Solids (TSS) 1.0 mg/L 

BOD5 2 mg/L 

Ammonia 0.20 mg/L 

Total Residual Chlorine (TRC) 0.10 mg/L 

 

b. The QL is defined as the lowest concentration used to calibrate a measurement system in accordance with the 

procedures published for the method.  The permittee shall use any method in accordance with Part II A of this 

permit. 

 

c. It is the responsibility of the permittee to ensure that proper quality assurance/quality control (QA/QC) protocols are 

followed during the sampling and analytical procedures.  QA/QC information shall be documented to confirm that 

appropriate analytical procedures have been used and the required QLs have been attained. 

 

3. Compliance Reporting for parameters in Part I.A. 

 

a. Monthly Average – Compliance with the monthly average limitations and/or reporting requirements for the 

parameters listed in Part I.B.2.a of this permit condition shall be determined as follows:  All concentration data 

below the QL used for the analysis (QL must be less than or equal to the QL listed in Part I.B.2.a above) shall be 

treated as zero.  All concentration data equal to or above the QL used for the analysis (QL must be less than or equal 

to the QL listed in Part I.B.2.a above) shall be treated as it is reported.  An arithmetic average shall be calculated 

using all reported data for the month, including the defined zeros.  This arithmetic average shall be reported on the 

Discharge Monitoring Report (DMR) as calculated.  If all data are below the QL used for the analysis (QL must be 

less than or equal to the QL listed in Part I.B.2.a above), then the average shall be reported as "< QL".  If reporting 

for quantity is required on the DMR and the reported monthly average concentration is < QL, then report "< QL" for 

the quantity.  Otherwise use the reported concentration data (including the defined zeros) and flow data for each 

sample day to determine the daily quantity and report the monthly average of the calculated daily quantities. 
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b. Maximum WeeklyAverage^Compliance with the weekly average limitations and^orreportmgrequfrementsf^^ 
parameters listedmParti.B.^.a of this permit condition shall be determined asfollows: All concentration data 
below me QTusedformeanalysis^QL must be less man or equal to the QL 
treated as zero. All concentration data equal to or above the QLusedformeanalysis^QL must be less than or equal 
to me QL listed in Part i.B.2.aabove)shall be treated as reported. An arithmetic average shall be calculated using 
all reported data, mcludmg the defined zeros, collected within each complete calendarweek and entfrelycontam^ 
within tbe reporting month. The maximum value ofthe weekly averages thus determined shall be reported on the 
DMR. i f all data are below the QTusedfortheanalysis^QL must be less than or equal to me QL listed in Pa^ 
i.B.^.a above), then the weekly average shall be reported as ^^QL^. ifreporting tor quantity is required on tbe 
DMR and the reported weekly average concentration is^QL,menreport^QL^form^ Otherwise use 
me reported concentration data deluding the defined zeros)and flow datafor each sample day to 
daily quantity andreport tbe maximum weekly average oftbe calculated daily quantities. 

c. SmgleDamm^Any single datum requfred shall be reported as ^^QL^ i f i t is less than m^ 
^QL must be less than or equal to the QL listed in Part i.B.^.a above). Otherwise the numerical value shall be 
reported. 

d. Significant Digits^Theperminee shall report at least the same number of significant digits as m^ 
given parameter. Regardless ofthe roundmg convention used ̂ i.e.,^always rounding up orto the nearest even 
number) by me perminee, me perminee shall use the convention consistently,and shall ensure that con^ 
laboratories employed by tbe permittee use tbe same convention. 

C Other Requirements and Special Conditions 

1. Capacity Reopener 

Awritten notice andaplan of action for ensuring continued compliance with the terms of this permit sba 
to the DEQ-^orthem Regional Office ^DEQ-^^C)when the monthly average m^ 
plant reaches 9 ^ ofthe design capacity authorizedm^ 
The written notice shall be subminedwithm 30 days and me plan ofaction shall be received atme 
man 90 days from the thfrd consecutive month forwhich the flow reached 9 ^ ofthe design capacity. Tbe plan shall 
mclude me necessary steps andaprompt schedule ofimplementationforcontrollmg any current or 
anticipated problem resulting from high influent flows. Failure to submit an adequate plan inatimely manner shall be 
deemedaviolationofthis permit. 

2. indirect Dischargers 

The permittee shall provide adequate notice to the Department ofthefollowing: 

a. Any new mtroductionofpollutants into the treatment works from an indfrect discharger which would be sub̂  
Section 30i or 306 ofClean Water Act and the State Water Control Law i f i t were directly discharging those 
pollutants^ and 

b. Any substantial change in the volume or character ofpollutantsbemg introduced mto the treatment 
source mtroducmg pollutants into me treatment works at the time ofissuanceofmispe^ 

c. Adequate notice shall include mformation on ^i) the quality and quantity of effluent m^ 
works, and ^ii) any anticipated impact ofthe change on the quantity or qualify ofeftiuent to be discharged from the 
treatment works. 

3. Operation and Maintenance(O^M) Manual Requirement 

Tbe perminee shall maintainacurrent Operations and Mamtenance^C^M)Manualform^ 
accordance with Vfrginia Pollutant Discharge Elimination System Regulations, 9VAC2^-3iand Sewage Collection and 
TreatmentRegulations,9VAC^790 

The C ^ M Manual and subsequent revisions shall include me manual effective date and meet Part ii.i^.2 and 
Signatory Requirements ofthe permit. 



Parti 
Page^of^ 

Any changesmthe practices and procedures followed by the permittee shall be documentedmmeo^M Manual withm 
90 days ofthe effective date ofthe changes. The permittee shall operate the treatment worksinaccordance with the 
O^M Manual and shall make the O^M manual available to Department personnel mrreview during facility in^ 
Wimm 30 days ofarequest by DEQ, me current O^M Manual shall be submined to the 
approval 

The O^M Manual shall detail the practices and procedures which will be followed to ensure compliance with the 
requirements ofthis permit. This manual shall include, but not necessarily be limited to, mefollowing items, as 
appropriate: 

a. Permined outfall locations and techniques to be employedmthe collection, preservation and analysis 
sludge sampleŝ  

b. Proceduresfor measuring and recordmg the duration and volume oftreated wastewater discharged^ 

c. Discussion ofBest Management Practices, i f applicable^ 

d. Proceduresfor handling, storing and disposmg of all wastes, fluids and pollutants that will prevent 
fromreaching state waters. List tvpe and quantity of wastes, fluids and pollutants^e.g.chemicals^storedatthis 
facility^ 

e. Discussion oftreatment works design, treatment works operation, routme preventative maintenance of units within 
the treatment works, critical spare parts inventory and record keepings 

f. Plan for the management anchor disposal ofwaste solids and residueŝ  

g. iTours of operation and staffmgrequirementsforthe plant to ensure effective 
maintain permit compliances 

h. List of factlify,local and state emergency contactŝ  and 

i. Procedures mrreportmg and responding to any spills^overflows^treatment works upset. 

4. CTC and CTO Requirement 

in accordance w i t h ^ ^ ^ C ^ ^ ^ ^ ^ ^ ^ ^ r e g u l a t i o n ^ 
to Construct (CTC) andaCertifica^ 
constructmgwastewatertreatment works and operating the treatment works, respectively. ^Ion-compliance with the 
CTC or CTO shall be deemedaviolation ofthe permit. 

^. Licensed Operator Requirement 

The perminee shall employ or contract at least one Class i i i licensed wastewater works operatorfor mis facili^^ The 
license shall be issuedmaccordance with T i t l ed . ! of me Code ofVirginia and the regulations of the B 
Waterworks andWastewater Works Operators. The permittee shall notify the Department in writing whenever he is not 
complying, or has groundsfor anticipating he will not comply with this requirement. The notification shall includea 
statement ofreasons andaprompt schedulefor achieving compliance. 

6. Reliability Class 

The permitted treatment works shall meet Reliability Class i i . 

7. Sludge Reopener 

The Board maypromptly modify or revoke and reissue this permit ifany applicable standard for sewage sludge use or 
disposal promulgated under Section 40^^d) ofthe Clean Water Act is more stringentthananyrequirementsfors 
use or disposalmthis permit, or cont^olsapollutant or practice not limitedmthis permit. 



V A 0 0 9 ^ 0 
Parti 
Page^of^ 

8. Sludge Use and Disposal 

The permlnee shall conduct all sewage sludge use or disposal actlvltlesmaccordance with the Sludge Management 
^SMP) approved with the Issuance of this permit. Any proposed changes In the sewage sludge use or disposal practices 
or procedures followed bythepermlnee shall be documented and submlned for DEQ-^ROappr^^ 
effective date ofthe changes. Upon approval, me revised SMP becomes an enforceable part ofthe permit. The permit 
may be modified or alternatively revoked and reissued to Incorporate limitations or conditions necesst̂ ^̂  
substantive changes in sewage sludge use or disposal practices. 

9. EffluentMonitoring Frequencies 

The fallowing parameters were grantedareduced sampling frequency: 

Parameters Monitoring Frequencies Parameters 

VPDES Permit Manual Recommendation Reduced Frequency 
BOD;, TSS, Ammonia and E. coli three days per week (3D/W) once per week (1AV) 
Total Nitrogen and Total Phosphorus once every two weeks (1/2W) once per month (1/M) 
Total Residual Chlorine three times per day (3/D) once per day (1/D) 

Should the monthly average flow reach 75% of the design capacity for any three (3) consecutive months, the reduced 
monitoring frequencies shall cease and those recommended frequencies listed above shall become effective and shall 
remain in effect until the permit expiration date. 

In addition, i f the facility permitted herein is issued a Warning Letter, a Notice of Violation or be subject to an active 
enforcement action related to effluent limitation violations, the recommended monitoring frequencies found in the 
current VPDES Permit Manual shall be reinstated and shall remain in effect for a period of at least six (6) months upon 
written notification from DEQ. If the facility remains in compliance during the aforementioned period of at least six (6) 
months, the permittee may submit a written request reinstating the reduced monitoring frequency. 

10. Discharge Monitoring Report Submission 

A duplicate signed copy of each Discharge Monitoring Report (DMR) and any compliance item/report shall be submitted 
to the Maryland Department of the Environment (MDE) for review. 

Reports shall be submitted to: 

Compliance Program 
Water Management Administration 
Department of the Environment 
1800 Washington Boulevard 
Montgomery Park Business Center, STE 425 
Baltimore, Maryland 21230-1708 

Reports may be submitted electronically per MDE's authorization. 

11. Unauthorized, Unusual or Extraordinary Discharge Notification 

The permittee shall notify the Fairfax County Water Authority and the Maryland Department ofthe Environment within 
twelve (12) hours of an unauthorized, unusual or extraordinary discharge. 

12. Total Maximum Daily Load (TMDL) Reopener 

This permit shall be modified or alternatively revoked and reissued i f any approved wasteload allocation procedure, 
pursuant to Section 303(d) ofthe Clean Water Act, imposes wasteload allocations, limits or conditions on the facility 
that are not consistent with the permit requirements. 
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CONDiTiCNSAPPLiCAELETCALLVPDESPERMiTS 

A. Monitoring. 

L Samplesandmeasurementstakenasrequfredbymispermitshallberepresentativeofthemonitoreda 

2. Monitormg shall be conducted accordmg to procedures approved underTitle 40 Code ofPederal Regulations Part 
136 or alternative memods approved by the U.S. Environmental Protection Agency, unless other procedures have 
been specified in this permit. 

^. Thepermitteeshallperiodicallycalibrate and perform mamtenance procedures onallmonitoringand a 
mstrumentation at intervals that will insure accuracy of measurements. 

4. Samples taken as requiredby this permit sballbe analyzed in accordance with 1VAC30-45, Certitication tor 
Noncommercial Environmental Laboratories, or 1VAC30-46, Accreditation for Commercial Environmental 
Laboratories. 

R. Records. 

L Records ofmonitoring information shall include: 

a. The date, exactplace, and time of sampling or measurementŝ  

b. The individual(s)who performed the sampling ormeasurements^ 

c. The date(s)andtime(s)analyses were performed^ 

d. The individual(s)who performed the analyseŝ  

e. The analytical techniques or methods used̂  and 

f The results of such analyses. 

2. Except for records of monitormgmformation required by this permit related to the pe 
and disposal activities,which shall be retained foraperiod of at least five years, the perminee shall retain r^^ 
all monitormgmformation,mcludmg all calibration and maintenance records and all ori^ 
for contmuousmonitormg instrumentation, copies ofall reports required by this p e ^ 
to complete the applicationfor mis permit,foraperiod of at least3years from the date of the sample, measureme 
report or application. This period of retention shall be extended automatically during the course of any unresolved 
litigation regarding me regulated activity or regardmg control standards applicable to me p 
by the Board. 

C. ReportingMonitoringResuits. 

1. The perminee shall submit the results of the monitoring requfred by mis permit not later man me l^ 
month after monitoring takes place, unless another reporting schedule is specified elsewhere in this permit. 
Monitoring results shall be submitted to: 

Department ofEnvfronmental Quality-Northern Regional Cffice(DEQ-NRC) 
13901 Crown Court 
Woodbridge,VA22i93 

Monitormg results shall be reported onaDischarge Monitoring Report (DMR) or onforms provided, approved or 
specified by the Department. 

2. iftheperminee monitors any pollutant specifically addressed by this permit more frequently than required 
permit using test procedures approved under Title 40 ofthe Code ofPederal Regulations Part 136 orusmgothertest 
procedures approved by meU.S.Envbonmental Protection Agency or using procedures specified in th^ 
results of this monitormg shall be included in the calculation and reportmg of the data submitted in the DMR or 
reporting form specified by the Department. 
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3. Calculationsforalllimitationswhich require averagingof measurements shallutilize an aritlmteticmeanunl^ 
otherwise specified in this permit. 

D. Dutyto Provide Information. 

The permiftee shall furnish to the Department,withinareasonable time, any mm 
determine whether cause exists tor modifying, revoking andreissuing, or terminating this permit or to determine 
compliance with this permit. The Board may requfre the perminee to furnish, upon request, such plans, specifications, 
andomerpertment information as may be necessary to determine me effect of the wastes from mi 
qualityof state waters,or such other information as may be necessary to accomplish the purposes of the StateWater 
Control Law. The perminee shall also furnish to me Department upon request, copies of records requfr^ 
this permit. 

E. Compliance Schedule Reports. 

Reports of compliance or noncompliance with, or any progress reports on, mterim and frnalrequfrementscontainedm 
any compliance schedule ofthis permit shall he submitted no latermani^daysfollowing each schedule date. 

P. unauthorized Discharges. 

Exceptmcompliance with this permit, or anotherpermit issued bythe Board, it shall be unlawful for any per̂ ^ 

1. Discharge mto state waters sewage, mdustrial wastes, omer wastes, or any noxious or deleterious subs^ 

2. Otherwise alterme physical, chemical or biological properties of such state waters and make mem detrim^ 
public health, orto animal or aquatic life, orto me use of such watersfor domestic or mdustrial consul 
recreation, orforotheruses. 

C Reports ofLmauthorized Discharges. 

Any permiftee who discharges or causes or allowsadischarge of sewage, mdustrial waste, omer wastes or any noxio^ 
or deleterious substance into or upon state waters inviolation of Part ii.P.^or who discharges or causes or allowsa 
discharge that may reasonably be expected to enter state watersmviolationofPartii.P., shall notify the Deparm^ 
the discharge immediately upon discovery of the discharge, but in no case later than24 hours after said discovery. A 
wrinen report of me unauthorized discharge 
discharge. The written report shall contain: 

1. Adescription ofthe nature and location of the discharged 

2. The cause ofthe discharged 

3. The date on which the discharge occurred^ 

4. The length oftime that the discharge continued^ 

5. The volume ofthe discharged 

6. ifme discharge is continuing, how long it is expected to continued 

7. ifthe discharge is continuing, what the expected total volume ofthe discharge will bê  and 

8. Any steps planned ortaken to reduce, eliminate and preventarecurrenceofme present discharge or any f u ^ 
discharges not authorized bythis permit. 

Discharges reportable to the Department under the inm^ediatereportmg requirements of omerreg 
from this requirement. 
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ReportsofUnusuaior Extraordinary Discharges. 

ifanyunusualorextraordmarydischargemcludmga 
discharge enters or could be expected to enter state waters, the perminee shall promptly notify,in no case later than24 
hours, the Department by telephone after the discovery of the discharge. This notification shall provide all available 
details ofthe incident, mcluding any adverse affects on aquatic life and the known number of fishkilled. 
The permiftee shall reduce the report to writing and shall submit it to the Department withm five days of disco^^ 
discharge inaccordance withFartii.i.2. Unusual andextraordinary discharges includebutarenot limitedtoany 
discharge resulting from: 

1. Unusual spillage ofmaterialsresultmg directly or indirectly from processing operationŝ  

2. Breakdown ofprocessing or accessory equipments 

3. Failure ortaking out ofservice some or all ofthe treatmentworks^ and 

4. Flooding or other acts of nature. 

I . Reports ofNoncomphance. 

The permiftee shall report any noncompliance which may adversely affect state waters or may endangerpublic health. 

1. An oral report shall be provided within24hours from the time the permiftee becomes aware of me cfrcumstanc 
Thefoilowmg shall be mcluded as information which shall be reported wimm24hoursu^ 

a. Any unanticipated bypasŝ  and 

b. Any upset which causesadischarge to surface waters. 

2. A written report shall be submitted within^days and shall contain: 

a. Adescription ofthe noncompliance and its caused 

b. The period ofnoncompliance, mcluding exact dates and times, and ifthe noncompliance has not been corrected, 
the anticipated time it is expected to continued and 

c. Steps taken orplanned to reduce, eliminate, and prevent reoccurrence ofthe noncompliance. 

The Board may waive the wriften report onacase-by-casebasisfor reports of noncompliance under Fart i i . i . i f the 
oral report has been received within24hours and no adverse impact on state waters has beenreported. 

3. The perminee shall report all mstancesofnoncompliance not reported under Farts i i , i . i .or i .2. ,m 
time the next monitoring reports are submitted. The reports shall contain the information listed in Fart ii.i.2. 

NOTE: The immediate (within24hours)reportsrequfredinFartsii,C.,iT. and i . may be made to the Depart 
Normern Regional Office at (703) 583-3800 (voice) or (703) 583-3821(^ For reports outside normal working 
hours, leaveamessageandthisshall iulfill the immediatereporting requirement. Foremergencies,the Virginia 
Department ofEmergency Services maintainsa24-hourtelephone service ati-800-468-8892. 

^. Notice ofFianned Changes. 

i . The permiftee shall give notice to the Department as soon as possible ofany planned physical alterations or 
additions to the permittedfacility. Notice is required only when: 

a. The perminee plans alteration or a d d i ^ 
ormaybeadischarge of pollutants, the construction of which commenced: 

i ) Afterpromulgation of standards ofperformance under Section 306 of Clean Water Act which are 
applicable to such sources or 
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2) After proposal ofstandardsofperformance in accordance with Section 306 ofClean Water Act which are 
applicable to such source, but only ifthe standards are promulgatedmaccordance with Section 306 wimin 
120 days of their proposal 

o. The alteration or addition could significantly change the namre or mcrease the quantity ofpollutants discharged 
This notification applies to pollutants which are subject neitherto effluent limitations norto notification 
requirements specified elsewhere in this permits or 

c. The alteration or addition resultsmasignificantchangemthe permittees sludge use or disposal practices, and 
such alteration, addition, or change mayjustify the application ofpermit conditions that are different from or 
absent in tbe existing permit, mcludmg notification of additional use or disposal sites not reported during the 
permit application process or not reported pursuant to an approved land application plan. 

2. The perminee shall give advance notice to me Department ofany planned changes in the permiftedfacili^ 
activity which may result in noncompliance with permit requirements. 

R. Signatory Requirements. 

1. Allpermitapplications shall be signed asfollows: 

a. Poracorporation:byaresponsible corporate officer. Porthe purpose of this section,aresponsible corporate 
oificermeans: 

1) A president, secretary,treasurer, or vice-president ofthe corporationmchargeofaprincipal business 
fttnction, or any other person who performs similar policy-or decision-making functions forthe 
corporation, or 

2) The manager ofone or more manufacturing, production, or operatmg facilities employing more than 250 
persons or having gross annual sales or expenditures exceeding ^25 million (in second-quarter 1980 
dollars), ifauthority to sign documents has been assigned or delegated to the manager in accordance with 
corporate procedureŝ  

b. Poraparmership or sole proprietorship: byageneralparmer or the proprietor,respectively^ or 

c. Poramunicipality,state,iederal, or otherpublic agency: by eitheraprmcipal executive officer orrankm^ 
elected official. Porpurposesofmissection,aprincipal executive officer ofapublic agency includes: 

1) The chief executive officer of the agency,or 

2) A senior executive officer having responsibility for the overall operations ofaprincipal geographic unit of 
the agency. 

2. All reports requfred by permits, and other information requested by me Board shall be signed byapersonde 
in Part i i .R.i . , or byaduly authorized representative ofthat person. Apersonisaduly authorized representative 
only if: 

a. The authorization is made in writing byaperson described in Part ii.R.i.^ 

b. The aumorization specifies either an individual oraposition having responsibility forthe overall operation of 
the regulatedfacility or activity such as the position of plant manager, operator ofawellorawell field, 
supermtendent, position of equivalent responsibility,or an individual or position having overall responsibility 
ibrenvironmental matters forthe company. (A duly authorized representative may thus be eitheranamed 
individual or any individual occupyinganamedposition.^and 

c. The written authorization is submitted to the Department. 
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3. Changes to authorization, i f an aumorization under Part ii.R.2.is no longer accurate becauseadifferent individual 
or position has responsibility for the overall operation of me facility,anew authorization satisfying the requfr^ 
ofPartii.R.2. shall be submined to me Department prior to ortogetherwim any reports, or m 
by an authorized representative. 

4. Certification. A^y person signingadocument under Parts i L R i . o r shall make the following certification: 

T̂ certify under penalty oflaw mat mis document and all anachments were prepared under my direction 
or supervision in accordance withasystem designed to assure that qualified personnel properly gather 
and evaluate the information submitted. Based on my inquiry ofthe person or persons who manage the 
system, or those persons dfrectly responsible for gathering me mformation, the mm 
is,to the best of my knowledge and belief,true, accurate, and complete, i am aware that there are 
significant penaltiesforsubminmgfalsemformation, including me p 
for knowing violations.^ 

L. Duty to Comply. 

The permittee shall comply with all conditions of this permit. Any permit noncompliance constitutesaviolation of the 
State Water Control Law and the Clean Water Act, except that noncompliance with certain provisions ofthis permit may 
constituteaviolation ofthe State Water Control Law but not the CleanWater Act. Permit noncompliance is groundsfor 
enforcement actions for permit termination, revocation and reissuance,ormodification^or denial ofapermitre^ 
application. 

The perminee shall comply with effluent standards or prohibitions established under Section 307(a) of the CleanWater 
Actfor toxic pollutants and with standards for sewage sludge use or disposal established under Section 405(d) of the 
Clean Water Act within me time providedmthe regulations that establish these standards orprohibitions or standard 
sewage sludge use or disposal, even ifthis permit has not yet been modified to incorporate the requirement. 

M.DutytoReapply. 

ifmeperminee wishestocontinueanactivi^ 
permittee shall applyfor and obtainanew permit. All permineeswithacurrently effective permit shall submitanew 
application at leasti^O days before the expiration date of the existmg permit, unless permission 
granted by the Board. The Board shall not grant permission for apphcations to be submined later than the expiration 
date ofthe existing permit. 

N. Effect ofaPermit. 

This permit does not convey any property rights in either real or personal property or any exclusive privileges, nor does 
it authorize any injury to private property or invasion ofpersonal rights, or any infringement 
or regulations. 

O. State Law. 

Nothmg in mis permit shall be construed to preclude the institution of any legal action under, o 
fromany responsibilities,liabilities,or penalties established pursuant to any other statelawor regulation 
authority preserved by Section 510 of the CleanWater Act. Except as provided in permit conditions on^bypassing^ 
(Part ii.U.), and ûpseC (Part ii.V.)nothing in this permit shall be construed to relieve the pe 
criminal penalties fornoncompliance. 

F. Oil and Hazardous Substance Liability. 

Noming in this permit shall be construed to preclude the institution of any legal action or relieve the p 
responsibilities, liabilities, orpenalties to which the perminee is or may be subjectunder Sections^ 
62.1-44.34:23 ofthe State WaterControlLaw. 
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Q. Proper Operation and Maintenance. 

The perminee shall at all times properly operate and mamtamallfacilities and systems of trea 
related appurtenances) which areinstalled or used by the perminee to achieve compliancewim the conditions of this 
permit. Proper operation and maintenance also includes elective plant performance, adequate funding, adequate 
staffing, and adequate laboratory and process controls, including appropriate quality assurance procedures. This 
provision requires the operation ofback-up or auxiliaryfacilities or similar systems which are mstab^ 
only when the operation is necessary to achieve compliance with the conditions ofthis permit. 

R. Disposal ofsobds or sludges. 

Solids, sludges or omer pollutants removed in the course of treatment or management of pollutants shall be disposed of 
inamanner so as to prevent any pollutant from such materials from entering state waters. 

S. DutytoMitigate. 

The permittee shall take all reasonable steps to minimize or prevent any discharge or sludge use or disposal in violate 
ofmis permit which hasareasonable likelihood of adversely affecting human health ortheenvfr^ 

T. Need to Halt or Reduce Activity notaDefense. 

it shall not beadefenseforapermineeman enforcement action mat it would have been necessary to halt or r^^ 
permitted activity in orderto maintain compliance with the conditions ofthis permit. 

t^. Rypass. 

1. ^Bypasŝ  means me intentional diversion of waste streams from any portion ofatreatmentfacili^ The permittee 
may allow any bypass to occur which does not cause effluent limitations to be exceeded, but only i f i t also isfor 
essential maintenance to assure efficient operation. These bypasses are not subject to the provisions ofPartsii,U.2. 
andU.3. 

2. Notice 

a Anticipatedbypass ifthepermitteel^owsinadvanceoftheneedforabypass,p^^ 
ifpossible at least ten days before the date ofthe bypass. 

b. Unanticipated bypass. The perminee shall submit notice of an unanticipated bypass as requfred in Part i i . i . 

3. Prohibition ofbypass. 

a. Bypass is prohibited, and the Board may take enforcement action agamstapermineefor bypass, unless: 

1) Bypass was unavoidable to prevent loss ofliie, personal injury,or severe property damaged 

2) There were no feasible alternatives to the bypass, su^ 
ofuntreated wastes, or maintenance during normal periods of equipment downtime. This condition is not 
satisfied ifadequate back-up equipment should have been installed in the exercise ofreasonable 
engineeringjudgment to preventabypass which occurred during normal periods of equipment downtime or 
preventive maintenances and 

3) The permittee submitted notices as required under Part ii.U.2. 

b. The Board may approve an anticipated bypass, afrerconsidermg its adverse effects, ifme Board det̂  
it will meet the three conditions listed above in Part ii.U.3.a. 
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V. Upset. 

1. An upset constimtes an affirmative defense to an action broughtfornoncompliance with teclmology based p e ^ 
effluent limitations ifthe requirements ofPartii.V.2.are met. A determination made during administrative review 
of claims that noncompliance was caused by upset, and before an action fornoncompliance, is notafinal 
administrative action subject to judicial review. 

2. A perminee who wishes to establish the affirmative defense ofupset shall demonstrate, tln̂  
contemporaneous operating logs, or other relevant evidence that: 

a. An upset occurred and that the permittee can identify the cause(s)ofthe upsets 

b. The permittedfacility was atthe time being properly operated^ 

c. The permittee submitted notice ofthe upset as required in Part i i . i .^ and 

d. The permittee complied with any remedial measures required under Part ii.S. 

3. many enforcement precedmg me perminee seeking to establish the occurrence ofan upset has the burden of p 

^V. Inspection and Entry. 

Thepermittee shall allow theDirector, or anauthorized representative, uponpresentationof credentials andotber 
documents as may be required by law,to: 

1. Enterupon the permineê s premises wherearegulatedfacility or activity is located or conducted, or where records 
must be kept under tbe conditions of tbis permits 

2. iTave access to and copy,at reasonable times, any records that must be kept underthe conditions of this permits 

3. mspect at reasonable times any facilities, equipment (including monitormg and control equipment), practices, or 
operations regulated orrequired under tbis permits and 

4. Sample or monitor at reasonable times, for the purposes ofassuring permit compliance or as omerwise authorized 
the Clean Water Act and the State Water Control Eaw,any substances orparameters at any location. 

Tor purposes of this section, the timeformspectionshallbe deemed reasonable during regular busm^ 
whenever tbe facility is discharging. Nothing contained herein shall make an inspection unreasonable during an 
emergency. 

^ permit Actions. 

Permits may be modified, revoked and reissued, or terminated for cause. The filing ofarequest by the permittee ibra 
permit modification, revocation and reissuance, or termination, or anotification ofplannedchanges or anticipated 
noncompliance does not stay any permit condition. 

V. Transfer of permits. 

1. Permits are not transierahle to any person except after notice to the Department. Except as provided in Part ii.V.2., 
apermit may be transferred by the permineetoanew owner or operator only i f the permit has been modified or 
revoked and reissued, oraminor modification made, to identify the new perminee and mcorporate such other 
requirements as may be necessary underthe State Water Control Eaw and the Clean Water Act. 

2. As an alternative to transfers under P a r t i s 

a. The current perminee notifies me Department at least 30 days in advance ofthe proposed transfer ofm^ 
the facility or property^ 
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b. The notice mcludesav^inen agreement between me existmg and new perminees contains 
transier of permit responsibility,coverage, and liability between them^ and 

c. The Board does not notify the existmgperminee and the proposed new permittee ofits intent to modify or 
revoke and reissue the permit, ifthis notice is not received, the transfer is effective on the date specified in the 
agreement mentionedinPartii.V.^.b. 

^ Severability. 

The provisions ofthis permit are severable, and ifany provision ofthis permit or me application ofany provision ofthis 
permit to any circumstance is held mvalid, the application of such provision to other circumstances, and m^ 
this permit, shall not he affected thereby. 


